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. Transformers: .

-»Cépacitérs:

Other
electrical
equipment
(specify):

EQUIPMENT INVENTORY

Page No. 1

» PCB_éont,

Total .
 #s of Determination: | # in | # in storage | # in storage
Equipment *S/N/A use 'for reuse for disposal
PCB 18 N,S 18
*abprox. 8

. %Insufficieht information was furnished by the facility to make an accurate
"~ determination of the number of PCB contaminated. transformers.

,

PCB 0

"NON PCB 0
PCB 3 *s 3
PCB cont. 2 *S 2

0il fuse cutout switches

>z
W

= sample
name plate
assumed (by whom)

COMMENTS: *All oil circuit breakers at Plant 19 were drained and overhauled 2 years

previously. But at the time of.the investigation, none of the approximateiy'90

0il fuse cutout switches located throughout the facility had been drained or tested

for PCB contamination. Many of the switches observed during the inspection showed
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REPORT ADDENDUM

.significant leakage (see for example Photos #28—#30 ) Subsequent toftheminugstiga— N

't1on, test1ng of the switches for current levels of PCB contamlnatlon was performed

by the facility at our instruction. Results of the testlngy 1nxthe form of-an; 1‘

annotated w1r1ng d1agram, were received fram GD in early February.' The diagramfis

1ncluded as Attachment 2. It should be noted that none of the 3 hlghly contamlnated :f,

et A

sw1tches, located in 2 separate 1nstallat10ns, were v151ted durlng our 1nvest1gat1on,."

-y "‘

- since they were not assoc1ated with PCB transformer 1nstallat10ns;l Slnce 1dent1cal

sw1tches throughout the fa01l1ty were ub1qu1tously leaklng, it seems l1kely that

' there may be contam1nat10n at these 1nstallat1ons, which are located on thei

exterior of Bu1ld1ngs 1 and 27.

An annotated wiring diagram showing the locations of PCB, PCB contaminated, oil, and

dry type transformers at Plant 19 was provided by ‘GD (Attachment 2). The diagram is

not entirely accurate.. It does4not clearly indicaté when substations have multiple

transformers, as for example in the case of the substation at Column B-27 in Building

1.

It should be'noted‘that we were not shown the PCB transformer located outside

Building 4 on the west side.

The laboratory report for all analyses performed by EPA/NEIC, referred to invthe

report, is included as Attachment 4.
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated unless proven otherwise.
~* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated  transformers.

A) Transformer Location: Building 1 ground floor, Column B-27

B) Transformer Nameplate Information:

Westinghouse ‘Transformer Manufacturer

3011134 -~ 3011136 Transformer Serial Number

- 8ilicone w/ >500 ppm Type of PCB fluid or concentratlon of
PCBs in fluid (if known)

~

142 gal. each - ‘Quantity of 0Oil in transformer
SUBPART D . | _
- §761.60 " ) C) Does Transformer Have:.
'C::§> NO Leaks,~;(fluid'oﬁ exterior. surfacets) of equipment)
.(:::) NO Spills (flu1d has run off/dr1pped from exterior surface(s))

If YES descrlbe'

zLocatlon' ' All 3 units were‘leaklng; as shown in Photos #1-#9

g

' Quantlty. Unknown

TYpe of Cleanup Attempted " None-— métal pans placed under valve

Env1ronmental Hazard.

Proximity to: . Waterway No - Food No

Public Access Limited employee access

Other

"COMMENTS _ The 3 switches located next to the transformers were leaking, the middle one

most extensively. (see Photo #10). Testing conducted subsequent to the inspection

‘showed that the switches were contaminated with 450 ppm, 82 ppm, and 46 ppm.




PCB Transformers Only

*N.A. YES D)
N.A. YES E)
(:::) NO F)

SUBPART C  MARKING
§761.40

@ NO G)

§761.45

@ NO H)

' o4 . . N .o
. . | | .. ‘
> e . ,.
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EQUIPMENT IN USE (continued)

If transformer was leaking, was leak noted on Inspectlon Records?
(evaluated in Report No. T(85)E018 )

If transformer was leaking, was cleanup initiated within 48 hours?

Is transformer inspectedannually/weekly? (circle one)

Is transformer marked according to Mp?

Is Mj, in the correct marking format?

COMMENTS *The 3 transformers described above were retrofilled on July 7, 1983 by

_RetroServ, Inc. Sampling by RetroServ in December 1983 showed that 2 of the 3 had

PCB concentrations of <50 ppm, and the 3rd was in the 50-500 ppm range. The 3 were

assumed to be non-PCB until sampling performed by General Electric for GD in January

1985 showed that all 3 transformers had >1000 ppm PCBs. - Although Mr. Dragonetti

states in a memo dated 3-5-85 (included as Attachment 3) that 1 of the 3 transformers

began leaklng in December 1984, no such leak 1s 1ncluded in the inspection records

(included as Attachment 1 to Report No.- T(86)E018 )
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EQUIPMENT IN USE

PCB/PCB*Contaﬁinated Tranformers:
' * A1l transformers are considered contaminated unless proven otherwise.
- * No inspection requirements for PCB contaminated transformers.

* No marking requirements for PCB contaminated transformers.

A) Transformer Location: Building 1 ground floor, Column C-29

B) Transformer Naméplate Information:

General Electric ~ Transformer Manufacturer
C 856753 Transformer Serial Number
Pyranol Type of PCB fluid or concentration of
: PCBs in fluid (if known)
290 gal. Quantity of Oil in transformer
SUBPART D .
§761.60 C) Does Transformer Have:
(::) NO {.Leaks (fluid on exterior surface(s) of equipment)
(:::) NO Spills (fluid has run off/dripped from exterior surface(s))

If YES, describe:

Location: -Main drain tap

Quantity: Unknown

Type of Cleanup Attempted: None

Envirommental Hazard:

Proximity to: Waterway No ' Food No

 Public Access Employee only

Other

COMMENTS
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' BQUIPMENT IN USE (contihued)

¥

PCB Transformers Only
N.A. YES D) ‘If transformer was leaking, was leak hoted on Inspection Records?
-« (evaluated in Report No. T(86)E018 ) .~

N.A. YES @ E) If transformer was .léaking} was cleanup initiated within 48 hours?

@ NO F) Is transformer inspected quarterly/annually/weekly? (circle one)

SUBPART C  MARKING

§761.40

@ NO G) Is transformer marked -according to ML.,?
§761.45 |

@ NO H) Is Mj, in the correct marking format?

COMMENTS
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location: Building 1 ground floor, Column C-23

B) Transformer Nameplate Information:

General Electric Transformer Manufacturer
.1 .~ € 856752 - Transformer Serial Number
‘ i{‘;;f”Pyranol - Type of PCB fluid or concentration of
' R ' PCBs in fluid (if known)
) lwﬁlﬁéo gal. Quantity of Oil in transformer
‘:SUBE:PA)R"I' b 4
, §761.60 . C)  Does Transformer Have:
YES :‘ “ Leaks (fluid on exterior surface(s) of equipment)
" YES | Spills (fluid has run of_ﬁ/dripped from exterior surface(s))

If YES, describe:

Location:

Quantity:

Type of Cleanup Attempted:

Environmental Hazard:

Proximity to: Waterway Food

Public Access

Cther

COMMENTS




PCB Transformers Only

f,’ __ YES NO
YES NO
&

SUBPART C  MARKING

§761.40

(¥E Mo

§761.45

@) v

D)
E)

F)

G)

H)
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EQUIPMENT IN USE (continued)

If transformer was leaking, was leak noted on Inspectlon Records”
(evaluated in Report No. T(86)E018 )

If transformer was leaking, was cleanup initiated wAi,thi:n 48 hours?.

Is transformer inspectedannually/weekly’? ; -(circle(one:) -

Is transformer marked according to Mp?

Is Mi, in the correct marking format?

COMMENTS
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location: Building 1 ground floor, Column C-16

B) Transformer Nameplate Information:

- Westinghouse Transformer Manufacturer
6937301 Transformer Serial Number
Inerteen Type of PCB fluid or concentration of

PCBs in fluid (if known)

310 gal. Quantity of Oil in transformer
SUBPART D
§761.60 C) Does Transformer Have:
<:::) NO Leaks (fluid on exterior surface(s) of equipment)
YES (::7 Spills (fluid has run off/dripped from exterior surface(s))

'If YES, describe: -
1) Fluid on bottom of drain tap
Location: 2) Drip forming on drain tap near temperature gauge

Quantity: Unknown

Type of Cleanup Attempted: None
Environmental Hazard:

Proximity to: Waterway No . Food No

Public Access - FEmployee only

Other

COMMENTS  See Photos #13-#14.
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EQUIPMENT IN USE (continued)

PCB Transformers Only

N.A. YES D) If transformer was leaking; was leak noted on Inspection Records?
(evaluated in Report No. _T(86)E018 )

N.A, YES E) If transformer was leaking, was cleanup initiated within 48 hours?

@ NO F) Is transformer i'nspeétearmually/weekly? (circle o‘ne)

SUBPART C  MARKING

§761‘4(.),

@ NO G) Is transformer marked according to Mp? J ,
§761.45

@ NO | ‘H) Is Mg, in the correct marking formaf.?

. ¢ COMMENTS
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location: Building 1 ground fioor, Column C-7

B) Transformer Nameplate Information:

Westinghouse - Transfonnér Manufactufer'
6937296 Transformer Serial Number
Inerteen Type of PCB fluid or concehtra£ioﬁ of
PCBs in fluid -(if known)
310 gal. ~ Quantity of Oil in transformer
'SUBPART D _ |
§761.60 C) Does Transformer Have: - b
YES Leaks  (fluid on exterior surface(s) of equi_'pmeriti‘
YES | Spills . (fluid has run off/dripped fram ext;eri/or’ surface(s))

If YES, describe:

Location:

Quantity:

Type of Cleanup Attempted:

Environmental Hazard:

- Proximity to: Waterway _ Food

Public Access

Other

COMMENTS
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EQUIPMENT IN USE -(c_ontinued)

PCB Transformers Only
YES NO D) If transformer was. leaking, was leak noted on Inspection Records?
(evaluated in Report No.. T(86)E018:)

YES NO E) If tfénéfc)rmer was leéking, was .cleanup initiated within 48 hours?

@ NO F) Is transformer inspected(§uarterl§)/anﬁual1y/weekly? (circle one)

SUBPART C  MARKING

§761.40 ) '
@ NO G) Is trahsfbmer Iﬁatked according to ML?' -
| §761.45 o | -
' @ NO H) Is My in the correct marking format;

COMMENTS
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EQUIPMENT IN USE

PCB/PCB'Cdntéminéted Tranformers:

* All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location: Building 1 ground floor, Column D-1

B) < Transformer Nameplate Information:

General Electric Transformer Manufacturer
C 856751 Transformer Serial Number
Pyranol Type of PCB fluid or conéentration of
PCBs in fluid (if known)
380 gal. ' Quantity of Oii in transformer
SUBPART D
§761.60 C) Does Transformer Have:
(:::) NO Leaks (fluid on exterior surface(s) of equipment)
(:::);NO Spills (fluid has run off/dripped from exterior surface(s))

If YES, describe:

Locatibn: Drip fram drain tap (see Photo #15-#16)

. Quantity: Unknown

Type of Cleanup Attempted: None

Environmental Hazard:

Proximity to: Waterway No Food No

Public Access Employee only

Other

COMMENTS




Page No. 14

EQUIPMENT IN USE (continued)

PCB Transformers Only

N.A, YES @ D) If transformer was leaking, was leak noted on Inspection Records?
C ‘(evaluated in Report No. T(86)E018 )

N.A. YES @ - E) . If transformer was leaking, was cleanup initiated within 48 hours?

_’NQ'._, . F) 1Is _transformer' inspected@annually/weekly? (circle 'one)

SUBPART C  MARKING

.. §761.40
| ES  NO : “_G) - Is transformer marked according to Mr?
§761.45 ’
| @ NO ~ H) 1Is My, in the correct marking format?

COMMENTS -
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EQUIPMENT IN USE

PCB/PCB Contamlnated Tranformers:

SUBPART D'
§761.60

) w

,(YES) NO

** All transformers are con51dered contamlnated unless proven otherw1se.'

* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers..:

A

B)

C)

Transformer Location: Building 1,” 2nd Mezzanine, Column C-16

Transformer Nameplate Information:

General Electric - -'Tranéfcimer Manufacturer

6417574 Transformer Serial Number
Silicone w/ >500 ppm Type of PCB fluid or concentration of

PCBs in fluid (if known)

204 gal. - Quantity of 0il in transformer

Does Transformer Have:

Leaks (fluid on exterior surface(s) of equipment)

Spills (fluid has run off/drippéd from exterior sﬁrfacé(S)) .
If YES, describe: - |

Location: Bushings on E and W sides and drain tap on N side

© Quantity: Unknown— leak has been ongoing at least since 8-2-85

Type of Cleanup Attempted: See camments.
Environmental Hazard:.

Proximity to: Waterway  No Food No -

Public Access Limited employee only-

Other -

COMMENTS The leaks fram this transformer are shown in Photos #19-#23. Flufd ha$ .

dripped fram the suspended metal substation deck onto the wood flqor”of the 2nd'-

Mezzanine directly beheath. Photo #26 shows evidence of past and currentAieakégeql

Lt
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REPORT ADDENDUM

DR L S Y IRT

ﬁ”of materlal onto the pipes ‘and ballast beneath the transformer deck. The extent of'

% 1, L b

' surface contamlnation on* these surfaces is unknown and likely to be difficult to

oo

B assess, due to the ccmplex1ty and 1nacce331b111ty of the sub—ceillng structures.

-,n

iA sectlon of heav1ly contaminated wood flooring was removed by the facility, as

snown)in Photos #24-#25, but continued spillage is apparent on newly exposed surfaces.

IT is under contract to monitor the leaking transformer and clean up continuing

leakage. The nature and extent of their activities is difficult to assess due to

a lack of any written records. However, the containment/cleanup strategy was visibly

ineffective, as evidenced by the considerable.amount of leaked fluid on the trans-

former and deck at the time of the inspection.
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EQUIPMENT IN. USE (continued)
PCB Transformers Only
N.A.@ NO D) If transformer was leaking, was leak noted on Inspection Records?
(evaluated in Report No. T(86)EQ018 )
*N.A. YES NO  E) .If transformer was leaking, was cleanup initiated within 48 hours?

@'NO F) 1Is transfbrmef inspected @arterli}annually/weekly? (circle one)

SUBPART C . MARKING

§761.40
@ NO G) Is .transformer marked according to Mp?
§761.45 | |
@ NO H) 1Is Mg, in the correct marking format?

COMMENTS *Unknown.
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REPORT ADDENDUM

COLUMN C-28 SUBSTATION (2nd MEZZANINE):

This substation currently has a dfy type transformer. The 3 associated

oil fuse cutout switches were leaking, and had not been tested by the facility

at the time of the inspection. A PCB transformer was located at this installa-

tion until 1984.

COLUMN C-22 SUBSTATION (2nd MEZZANINE):

This substation currently has a dry type transformer (showniin Photo #32).. The

oil fuse cutout switches in the installation were leaking. There was consider-

able visual evidence of past and current léakage of fluids from the substation.

As shown in Photos #32-#34, fluids could be observed dripping along an

electrical bus and from a floor rivet on the substation deck onto piping and

light ballasts beneath., Leakage had saturated a large area of wooden flooring

on the 2nd mezzanine below the substation (see Photo #35). A composite<éample

of surface wood fragments was taken fram 4 points within the stained area.

This sample, #AS-0070, was found to contain 16 ppm'Aroclor 1260. It should be

-noted that due to the potential dilution associated with camposite sampling,

this figure does not provide an accurate representation of the level of con-

tamination present at any single point within the stain. Photos #36-#37

'document the sample collection.

There is scme'émbiguity concerning the precise source of the leak. Testing

" of the leaking switches performed subsequent to the inspection showed that



s
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REPORT ADDENDUM

none of the 3 contained >3 ppm PCBs. Unless the switcheS”were more highly

contaminated at one time and have been diluted by repeated’topping off, the =

contamination on the floor must have resulted fram leakage‘of the -PCB trans—

former in service until 1984. In any . event, contamination of the floor indi-

cates that there is likely to be contamlnation of sub—ceiling surfaces 51milar ,

‘to that at the Column C—16 substation.

A stained area was observed on the wood floor of the 1st mezzanine roughly

beneath the contaminated area of the 2nd mezzanine. It is unknown Whether

this resulted fram spillage penetrating the floor above and dripping down,

although no other potentlal source could be readily -observed. No sampling

of thls stained area has been performed

COLUMN C-10 SUBSTATION (2nd MEZZANINE):

This substation currently has a dry type transformer. The 3 associated

0il fuse cutout switches were leaking. Evidence of past and current spillage

from the substation deck was apparent,‘as shown. in Photo #38. The wood floor

of the 2nd mezzanine- beneath the substation was stained in an area approximate-

ly 3 ft. by 5 ft., as shown in Photo #39. Sample #AS—0071, surface wood

fragments collected within the stained area, was found to contain lOO ppm PCBs.

'As w1th the Column C=22 substaticn, there were low concentrations of PCBs 1n

the leaking switches: 2.0, 3.7, and 7.0 respectively. Again, although ‘the

precise souce of the leak can only be surmised, it seems likely that ‘it origi-

* . nated fram the PCB transformer formerly in service.
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REPORT ADDENDUM

COLUMN C-4 SUBSTATION (2nd MEZZANINE) :

This substation has a dry type transformer which replaced the PCB transformer

formerly in service. Once again, fluids were leaking fram a rivet on the

deck of the substation onto the pipes and ballasts beneath, as shown 'in Photo

#41-#42. The facility had placed buckets under the pipes to catch drips,

" although spillage on newly exposed flooring (shown in Photo #45) and on light

fixtures (shown in Photo #42) clearly indicate that the buckets were not an

effective form of containment. The material in both buckets was sampled (see

Photos #43-#44). Sampie #AS-0072, o0il fram the west bucket, contained 710 ppm

PCBs. Sample #AS-0073, oil from the east bucket, contained 44 ppm PCBs.

All of the leaking switches at this substation were found to contain <2.0 ppm

PCBS;

2nd MEZZANINE SUBSTATIONS IN BUILDINGS 2 AND 3:

Both Buildings 2 and 3 each had 5 substations suspended above the 2nd mezzanine

in a fashion similar to Building 1. All of these locations are currently

occupied by dry type transformers, but contained PCB transformers prior to

A 1984, According to facility represéntatives, all of the PCB transformers

which were replaced in 1984 were leaking at the time of their replacement.

‘Due to time constraints and security problems, we were unable to include these

locations within the 'scope of our investigation.
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* A1l transformers are considered contammated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location:”. Building 2 gfound floor, Column B-4

B) Transformer Nameplate Information:

'_Gve’n'éral Electric 'I‘fansfonner Ménufécturer
7147123 Transformer Serial Number
.nyanol , ' 'Iype of PCB fluid or concentratlon of‘
‘ PCBs in fluid (if known)
. 292 gal. ' - Quantity of 0il 1n transfoﬁﬁer '
suBRART D . : - o - R
§761 60 . . C) Does Transformer Have: - - K o
YES ‘ Leaks  (fluid on exterior surfac'e(s)‘qif{" eiqu'ip&rnén.t ), A _' i
YES ‘ Spills (fluid haé run off/dripped.fran.ext;éri(})‘r ‘sﬁrfécé'('s)) | |
'  If vES, describe: K B
Location:
Quantity:
Type of Cleanup Attempted:‘
Environmental Hazard:
Proximity to: Waterway ' Food
Public Access
‘Other
COMMENTS The 3 0il fuse cutout switches associated with this transformer were

leaking. 'They had not been tested at the time of the inspection,




PCB Transformers Only

: YES NO D)
YES NO E)
@ NO F)

SUBPART C  MARKING
§761.40

L

§761.45 .

@.NO H).
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EQUIPMENT IN USE (continued)

If transformer was leaking, was leak noted on Inspection Records?
{evaluated in Report No. T(86)E018 )

If transformer was leaking} was cleanup initiated within 48 hours?

Is transformer inspected quarterly/annually/weekly? (circle one)

Is transformer marked according to Mp?

Is My, in the correct marking format?

F
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

. * All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

< A)

Transformer Location: Building 3

‘B) Transformer Nameplate Information:

SUBPART D
§761.60 .0

(:::) NO
@No

COMMENTS

General Electric Transformer Manufacturer
C 503430 Transformer Serial Number
- Pyranol Type of PCB fluid or concentration of

PCBs in fluid (if known)

375 gal. Quantity of 0il in transformer

Does Transformer Have:

Leaks  (fluid on éxterior surface(s) of equipment)
Spills (fluid has run off/dripped fromanterior surface(s))
If YES, describe:

Location: 'fFfom drain valve and at base weld (see Photos #46-#49)

"Quantity:  Unknown

Type of Cleanup Attémpted: s Soné—— can placed under valve leak

Environmental Hazard:

Prbximigy to: Wéterwayi “No ‘.. ' Food ‘No

Public Access _ EmplQYee'énly

~Other _
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EQUIPMENT IN USE (continued)

PCB Tra;ns fohners Only

““*N'.A. YES -D) - If transformer was leakinhg, was leak noted on Inspection Records?
. L : - (evaluated in Report No. T(86)E018 ) -

'~ N,A. YES 4,( NO) , E). If transformer was leaking, was cleanup initiated within 48 hours?

B

7 xyRg : F) Is transformer inspected quarterly/annually/weekly? (circle one)

' SUBPART C  MARKING

§761.40

YES NO G) Is transformer marked according to Mp?
s761.45

@ NO. H) 1Is M, in the correct marking format?

COMMENTS *This transformer does not even appear in current inspection records (see

Report No. T(86)E018).
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location:  Building 3 ground floor .

B)‘ Transformer Nameplate .Information:

Génerai Electric Transformer Manufacturer
C-856754, C-856755 Transformer Serial Number
. Pyranol Type of PCB fluid or concentration of
PCBs in fluid (if known)
1290 gal. each Quantity of Oil in transformer
"SUBPART D ; :
§761.60 ) C) Does Transformer Have:
YES.<::) : Leaks (fluid on exterior surface(s) of equipment)

YES‘ Spills (fluid has run off/dripped fram exterior surface(s))
S If YES, describe:

Location:

Quantity:

Type of Cleanup Attempted:

Environmental Hazard:

Proximity to: Waterway Food

Public Access

Other

COMMENTS




PCB Transformers Only

JGIII}YEB"NQ . D)
| ‘EIEEyYEs NO  E)
 @®w P

SUBPART C
§761.40

MARKING

§761.45

) NO' )

YES) NO -G‘)
@) .

‘
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EQUIPMENT IN USE (continued)

If transformer was. leaking, was leak noted on Inspection Records?
{evaluated in Report No. T(86)E018 )

If transformer was leaki_ng,.'l'was cleanup initiated within. 48 hours?

Is transformer'ihsﬁ)ecte/annually/weekly? (circle one)

W2
-4

I}sAtfahsf‘onner mér}g{_ed\faccpr‘d-idrlig to Mp?

Is My, in the correct marking format?

COMMENTS -
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location: Building 3 ground floor

B) Transformer Nameplate Information:

General Electric Transformer Manufacturer
C-583472, C-583473 Transformer Serial Number
Pyranol Type of PCB fluid or concentration of
PCBs in fluid (if known)
300 gal., each Quantity of Oil in transformer
SUBPART D . -
§761.60 .C) Does Transformer Have:
(:::7 NO Leaks (fluid on exterior surface(s) of equipment)
(gEE) NO Spills (fluid has run off/dripped fram exterior surface(s))

If YES, describe:

Location: Drip fram drain valve of #C-583472 (see Photo #50-#51)

Quantity:  Unknown

Type of Cleanup Attempted: None

Environmental Hazard:

Proximity to: Waterway No Food No

Public Access FEmployee only

Other

" "% COMMENTS




BEQUIPMENT IN USE (continued)

PCB Transformers Only

N.A. YES D) If transformer was leaking, was leak noted on Inspection Records?
(evaluated in Report No. T(86)E018 )

N.A. YES E) If transformer was leaking, was cleanup initiated within 48 hours? |

@ NO F) Is transformer inspectednnually/weekly? (circle one)

SUBPART C  MARKING

§761.40
@ NO G) 1Is transformer marked according to Mp?
§761.45 o
: @ NO  H) Is M, in the correct marking format?

COMMENTS
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EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated unless proven otherwise.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB.contaminated transformers.

A) Transformer Location:  Building 4 Roof

'B) Transformer Nameplate Information:

Line Material Co. ' Transformer Manufacturer
1408448 Transformer Serial Number
~ Concentration unknown Type of PCB fluid or concentration of

PCBs in fluid (if known)

Unknown : Quantity of Oil in transformer
SUBPART D
§761.60 C) Does Transformer Have:
(:::> NO Leaks (fluid oniéxterior’surfage(s) of equipment)
(:::) NO Spills"(fluid has run off/drippedwfrom exterior surface(s))

If YES, describe: - -

o

Location: _Around valve stem.(see Photos #58-#59)

Quéntity: -Unknown

Type of Cieanup Atﬁempted: None
Environmental Hazard:

Proximity‘td: Waterway No - Food No

Public Access Employee only

Other

COMMENTS
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EQUIPMENT IN USE (continued)

PCB Transformers Only -

- N.A. YES D) If transformer was leaking, was leak noted ‘on Inspectlon Records'>
' (evaluated in Report No. _T(86)E018 ) .
‘N.A. YES " E) If transformer was leaking, was cleanup ihi‘tiateq”witvﬁi'n 48 hours?

@ NO F) 1Is transformer inspected@uarterlyﬁannuallj//weekly? (cii:ble. one)

SUBPART C  MARKING

§761.40

@ NO G) 1Is transformer marked according to M.L?
§761.45 ' o

@ NO H) 1Is Mp, in the correct marking format?

COMMENTS This substation contained 3 Line Material Co. transformers: #1408447 -

#1408449. Although #1408448 had been identified as PCB by the facility and marked

-accordingly, they could produce no data demonstrating the PCB concentration of this

or #1408447 or #1408449. All 3 transformers were leaking considerably. Photos

#52 and #53-#57 illustrate the leaks fram the non-PCB identified transformers. At

the writing of this report, the facility still has not produced data showing that

#1408447 and #1408449 are not PCB contaminated.
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N4

- EQUIPMENT IN USE

PCB/PCB Contaminated Tranformers:

* All transformers are considered contaminated.uhless'prbVen Otherwiée.
* No inspection requirements for PCB contaminated transformers.
* No marking requirements for PCB contaminated transformers.

A) Transformer Location: Building 7 Roof

B) . Transformer Nameplate Information:

General Electric Transformer Manufacturer
6579308 Transformer Serial Number .
Pyranol - Type of PCB fluid or concentration of
PCBs in fluid (if known)
95 gal. ' Quantity of 0Oil in transformer
. SUBPART D
§761.60 = C) Does Transformer Have:
ES) NO ILeaks (fluid on exterior surface(s) of equipment)

'(:::> NO Spills (fluid has run off/dripped fram eXterior surface(s))
‘ ' If YES, describe:

Location: Fram bushings, valve, and top flange

Quantity:  Unknown

Type of Cleanup Attempted: None

Environmental Hazard:

Proximity to: Waterway No Food No

Public Access Employee only .

Other

COMMENTS _ See Photos #60-#64. - o . : .
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EQUIPMENT IN USE (continued)

PCB Transformers Only

N.A. YES D) If transformer was leaking, was leak noted on Inspection Records?
(evaluated in Report No. T(86)E018 )
N.A. YES E) 1If transformer was leaking, was cleanup initiated within 48 hours?

@ NO F) Is transformer 'inspected@annually/weekly? (circle one)

SUBPART C  MARKING

§761.40

@ NO G) Is transformer marked according to Mp?
§761.45

@ NO H) 1Is ML in the correct marking format?

COMMENTS
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Page No. 33
SUBPART D STORAGE FOR DISPOSAL
§761.65 (1) Permanent Storage for Disposal:
Facility must ccmﬁly wifh the following:
*YES ~ a) impervious floor and curbing (no cracks or dreins) with continuous
: curbing 6" high '
@ No b) must have containment volume equal to 2 X volume of lafgest

container, or 25% of total internal volume .of all PCB equlpment
and containers, whichever is greater

@ ‘NO c) adequate roof and walls to prevent rainwater fram entering
@ NO d) located above 100 year floodplain
(see Photo #65)
YES @ e) facility must be marked M,
YES . Af‘) Is My, in-the correct marking format?
YES @ ] g) all PCB ‘articles and containers over 500 ppm must be checked for
’ " .- leaks every 30 days : :
: @ NO 'h)Aany container used for storage of PCB's must camply with DOT
o ~  rspecs o
» YES NO ‘ i) all facility made containers must be proven to be equivalent
i - 7 . to DOT. standards
. YES ":NO 3y all PCB equipment is marked according to Mr,
: @ NO h k)‘,all PCB articles must be marked with the date they were placed in

storage, and must be able to be located according to date of storage

@ YES NO ; Was all equipment placed in storage pre—1/1/83 removed and dlsposed
of by 1/1/84?

" **N.A. YES NO  Has all equipment placed in storage poSt—1/1/83 been removed and
' ’ disposed of within 1 year from initial storage?

YES Does facility have any equipment in storage for reuse?
If YES, note condition and marking of equipment in COMMENTS.

_ COMMENTS: __ *There are holes in the concrete floor which were used in the past to

bolt heavy machinery in place. The facility representative maintained that the '

holes did not run through the pad, but it was difficult to ascertain this.

**This could not be determined due to the lack of a storage/disposal annual document.
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POTENTIAL VIOLATIONS

SUBPART B —— USE OF PCBs AND PCB .ITEMS

§761.30(a) (1) (x)- The facility failed to adequately contain active leaks of

PCBs fram transformers and switches, including but not

B

limited to a leak from the transformer substatibn lbéated

. at Column C-16, Building 1, 2nd Mezzanine.

SUBPART C —-—- MARKING

C e R P

§761.40(a)(10)  The PCB storage for disposal arééfin(Bﬁildingiliwas.not’*-x

;g“%? ’ o marked with M.
iy = e ‘ i
O
b e : - v
4 SUBPART D —— STORAGE AND DISPOSAL
§761.60(d)‘ _ Spills and leaks of PCBs in multiple locations'throughout

Plant 19 constitute the unauthorized disposal of PCBs.

§761.65(b) (3) 'The PCB storage for disposal area in Building 1 was not

‘marked with My. .




INVESTIGATION NUMBER T (8 6) E0 1 7

REPORT ATTACHMENTS

Photograghs

1.

Diagram: Air Force Plant 19 Distribution and Substation Systems, annctated to

show locations“of o0il fuse cutout switches and the PCB concentration of each.

2. Diagfam: ‘Air Force Plant 19 Distribution and Substation Systems, annotated to
" ’show locations and types of all transformers.
‘3. ‘Mémo:  fram J. Dragonetti to C. Talbott, re: retrofill of!transfcmmers, 5 March
- - 1985,

Memo: fram Dean Hill, EPA/NEIC to Kathleen Shimmin, Field Operations Branch, re:

PCB analyses, January 8, 1986.
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GENERAL DYNAMICS o
Convair Division

§ March 1985
To: ’ C. T. Talbott
From: . J. T. Dragonetti
" Subject: P.0. # 45-67307 - Retrofill of 8 Transformers at

U.S.A.F. Plant 19

On December 16, 1984 a transformer which was retrofilled from P.C.B. Fluid to
Silicone developed a leak. This transformer was classed non P.C.B. as a result

of the subject retrofill. General Electric Company (G.E.) was given a Purchase
Order to repair the transformer. Before G.E. would work on the transformer :
they took test samples of the sfl1icone fluid in the 3 transformer bank, to be _

sure that the P.C.B. level was below 50 parts per million. All 3 transformers
were over 1000 parts per million which classified the transformers as pP.C.B.
£illed and under Federal Law cannot be opened for service or repair. The remain--.
§ng 5 transformers have been sampled and the fluid is being tested. I suspect

that they also are over 1000 parts per million.

On 8 Janhary 1985, I called Leon Billington, owner of Retro Serv Inc., and told
him that the P.C.B. level had risen to over 1000 parts per millfon. He told
@me that most transformers that he has retrofilled have risen in P.C.B. concentra-

tion to over 1000 parts per millfon because of saturation of wood spacer blocks

and paper fnsulation with P.C.Bs. The P.C.B.s would leach out fato the silicon
for from 1 to 5 years and they (Retro Serv Inc.,) would be glad to install filters
for an additional cost. Retro Serve Inc., in their literature, state that due

to the effectiveness of their f{ltration system Retro Serv guarantees reclass-
jfication to EPA Standards of below 50 parts per millfon of P.C.B.s effective

90 days after retrofilling.

Per.your suggestion, I went to see Dick Peck of the Convair Legal Staff about
the problem and he suggests that you write Retro Serve Inc., a letter {nforming
them that work shall commence fmmediately to filter the silicone fluid to bring
the P.C.B. content below 50 parts per million at no additional cost to Convair.
If they refuse he suggests that we hire another firm to do the work and he will
sue for the costs incurred. Dick suggests that you call him prior to writing

the letter.
I am enclosing documents, that I have, on all the correspondance with Retro Serv.

. T. Dragofetti
acilities Engineer, Sr.
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